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Gateway WWTP

Three Oaks WWTP

Fiesta Village AWWTP

Fort Myers Beach WWTP
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LCU Existing Wastewater System
Three Oaks WWTP, Gateway WWTP & COFM SAWWTP
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Flow Diversion
Lee County Utilities
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JOHNSON ENGINEERING, INC.
2122 JOHNSON STREET

P.O. BOX 1550
FORT MYERS, FLORIDA 33902-1550

PHONE (239) 334-0046
FAX (239) 334-3661
E.B. #642 & L.B. #642

Legend
_̂ LCU WWTP

GWWTP Force Mains
GWWTP Lift Stations
COFM CAWWTP Force Mains
COFM CAWWTP Lift Stations
COFM SAWWTP Sub-basin 1 Force Mains
COFM SAWWTP Sub-basin 1 Lift Stations
COFM SAWWTP Sub-basin 2 Force Mains
COFM SAWWTP Sub-basin 2 Lift Stations
COFM SAWWTP Sub-basin 3 Force Mains
COFM SAWWTP Sub-basin 3 Lift Stations
COFM SAWWTP Sub-basin 4 Force Mains
COFM SAWWTP Sub-basin 4 Lift Stations
COFM SAWWTP Sub-basin 5 Force Mains
COFM SAWWTP Sub-basin 5 Lift Stations

LCU Wastewater Service Areas
FMB
FMC
FMS
FVG
GWY
HPT
PID
TOS
WES

LCU Flow = 0.4 MGD
Gateway Community Flow = 0.4 MGD
Total Flow = 0.8 MGD
Capacity = 3 MGD

Flow = 4.5 MGD
Capacity = 6 MGD

LCU Flow = 4 MGD
COFM Flow = 5 MGD
Total Flow = 9 MGD
Capacity = 12 MGD

_̂
COFM SAWWTP

_̂
COFM Central AWWTF

LCU Flow = 2 MGD
COFM Flow = 4 MGD
Total Flow = 6 MGD
Capacity = 11 MGD


