LEE COUNTY UTILITIES
PRESSURE VACUUM BREAKER

STANDARD DETAIL NO. 6.26

N.T.S.

REV: 12/10/2015

(0 PRESSURE VACUUM BREAKER TO BE

USED ON IRRIGATION LINES ONLY

@) RESILIENT SEATED FULL FLOW VALVE

@) TEST PORT

@ 12" MIN. ABOVE THE HIGHEST OUTLET

() HOSE BIB

©6) FLOW
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